Abstract: Irrigation pumping is a major expense of agricultural operations, especially in arid/semi-arid areas that extract large amounts of water from deep groundwater resources. Studying and improving pumping efficiencies can have direct impacts on farm net profits and on the amount of greenhouse gases (GHG) emitted from pumping plants. In this study, the overall pumping efficiency (OPE), the GHG emissions, and the costs of irrigation pumping were investigated for electric pumps extracting from the Rush Springs (RS) aquifer in central Oklahoma and the natural gas-powered pumps tapping the Ogallala (OG) aquifer in the Oklahoma Panhandle. The results showed that all electric plants and the majority of natural gas plants operated at OPE levels below achievable standard levels. The total emission from the plants in the OG region was 49% larger than that from plants in the RS region. However, the emission per unit irrigated area and unit total dynamic head of pumping was 4% smaller for the natural gas plants in the OG area. A long-term analysis conducted over the 2001-2017 period revealed that 34% and 19% reductions in energy requirements and 52% and 20% decreases in GHG emissions can be achieved if the OPE were improved to achievable standards for plants in the RS and OG regions, respectively.
Introduction
Irrigated agriculture around the world relies heavily on energy resources to extract freshwater and to convey it to application sites. This is especially the case in arid/semi-arid regions, where large amounts of irrigation water are required to sustain crop production. As a result, the availability and cost of energy are among major factors influencing the economic viability of irrigated agriculture in these regions. In addition, energy consumption for irrigation has major environmental consequences, mainly due to the emission of greenhouse gases [1, 2] . Wang et al. [3] have reported that pumping groundwater for irrigation accounts for 3% of total emissions from agriculture in China. A similar study in Iran has found that groundwater pumping is responsible for 3.6% of total carbon emissions in the country [4] . In India, groundwater pumping is estimated to be the source of nearly 6% of India's total emissions [5] . In the U.S., carbon emissions due to pumping irrigation water have been reported to be about three million metric tons per year, with electric pumps responsible for 46% of the total emission, followed by diesel (32%) and natural gas (19%) [6] .
Energy consumption and its associated costs and greenhouse gas emissions can be reduced by improving pumping efficiency [7] . In a study in central Tunisia, improving pumping efficiency was demand in the Panhandle regions. It is classified as an unconfined bedrock aquifer composed of semiconsolidated clay, silt, sand, and gravel layers [12] . The maximum thickness of the aquifer is 213 m and the groundwater flow direction is toward the east/southeast, similar to the land surface elevation gradient. OG water quality is considered good, with an average pH of 7.3 and specific conductance of 0.64 decisiemens per metre (dS m -1 ) [12] . RS is another important bedrock aquifer in the state and provides irrigation water to numerous fields in central Oklahoma. This aquifer is composed of Rush Springs sandstone on top of the Marlow formation. The maximum thickness of RS is 101 m, with groundwater moving in a south/southeast direction [12] . Similar to OG, the water quality of RS is good, with an average pH of 7.2 and specific conductance of 1.08 dS m -1 [12] . The depth to groundwater, however, is much larger in the OG (with a 2018 average of 57.1 m), and it has experienced a steady decline over the past several decades, while RS is shallower (with a 2018 average of 18.2 m) and is more sensitive to inter-annual variations in precipitation [11, 12] . 
Energy Audits
The energy audits included determining several basic irrigation well and pump parameters such as groundwater depth (GWD), water pressure, and discharge rate. These parameters were then used to estimate the overall pumping efficiency (OPE), a widely used metric for assessing the efficiency of irrigation pumping plants. The OPE is the ratio of the output work the pump exerts on the water at the pump outlet, known as water horsepower (WHP), to the required energy input or energy horsepower (EHP) of the driving unit required to pump the measured water output [13] , and is calculated as = ( ) ( ) × 100
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The WHP (kW) can be determined as = × (2) where Q is the discharge rate (m 3 sec -1 ), TDH is the total dynamic head (m) and F is a conversion factor equal to 0.102 (m 4 sec -1 kW -1 ). In this study, Q was measured using an ultrasonic flow meter (Portaflow-C, Fuji Electric Co., Japan) on the discharge pipe from the pump. The accuracy of the ultrasonic flow meter was tested previously against a calibrated flow device and found to be acceptable [14] . 
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where Q is the discharge rate (m 3 s −1 ), TDH is the total dynamic head (m) and F is a conversion factor equal to 0.102 (m 4 s −1 kW −1 ). In this study, Q was measured using an ultrasonic flow meter (Portaflow-C, Fuji Electric Co., Japan) on the discharge pipe from the pump. The accuracy of the ultrasonic flow meter was tested previously against a calibrated flow device and found to be acceptable [14] . The TDH is the total equivalent pressure that must be applied to the water column being pumped while also taking into account the losses due to friction [13] . It may be expressed as TDH = pumping lift + pressure head (3) where pumping lift is the vertical distance between the pumping water level and center of the pump outlet (m) and pressure head is the pressure required at the pump outlet (m). The pumping lift was measured by lowering a water level meter (model 102, Solinst Canada Ltd., Canada) probe through an access hole in the pump base-plate while a pressure gauge close to the pump outlet was used to measure the pressure head [15] . The estimation procedure for energy horsepower (EHP) depends on the type of energy used and differs among electric motors in the Rush Springs aquifer region and natural gas engine driven pumps in the Ogallala aquifer region.
Electric Motors
In Oklahoma, electric motor driven irrigation pumps tend to be used where the ground water depth is less than 80 m and three-phase power is available. These pumps usually require less maintenance and operational activity than internal combustion engines. For electric motors, the energy input (kW) is the electrical power supplied to the motor and can be calculated using the following equation for a three-phase motor [16] :
where V is voltage (V), I is current (A), PF is the power factor, and 1.732 is a conversion factor. In this study V, I, and PF were measured using a three-phase electric meter. The current of each of the three legs was first measured individually and then averaged together. The voltage was measured across all three legs and also averaged.
Natural Gas Engines
The natural gas consumption of the internal combustion engines was measured by a rotary gas meter (Dresser Roots ® Series B, General Electric, Boston, MA, USA). The gas meter was installed by first turning off the gas supply to the engine at the gas meter. Next, the main fuel line running to the intake manifold was disconnected and the rotary meter was installed in-line with this gas line, which was then reconnected to the engine. The engine was allowed to run until in steady state operating temperature. The irrigation water pump was also allowed to bring the entire irrigation system up to operating pressure (with water delivery from all nozzles). Then the engine and pump system were allowed to run for 30-45 min, at which time average fuel consumption readings and correction factors were recorded. Removing the rotary meter was the reverse of the installation procedure. The meter auto-corrects for gas pressure, density, and temperature. The display gives readings of cubic feet per minute, which were converted to mechanical power and used as the input fuel power.
The estimated OPE of the audited pumping plants was compared against the widely used Nebraska Pumping Plant Performance Criteria (NPPPC). According to the NPPPC, the OPE of accurately designed and appropriately maintained electricity-and natural gas-driven pumping plants should be 66% and 17%, respectively [16] . With the electric pumping plants, their OPE was also compared against thresholds proposed by Hanson [17] for different required corrective actions. 
Life Cycle Assessment
The greenhouse gas (GHG) emissions for the pumping sites were calculated using the GREET ® (GREET.NET version 2017, Argonne National Laboratory, Argonne, IL, USA) and the U.S. Environmental Protection Agency (EPA) Greenhouse Gas Inventory Guidance [18] . The GREET Life Cycle Assessment (LCA) tool is an online resource that is well established and supported in the LCA focus area. While the GREET model is basically a transportation LCA tool used to model vehicle emissions due to different energy sources (e.g., biofuels, natural gas, electricity, etc.), it can also provide a good approximation for stationary power systems. The GREET model examines fuels and energy production from raw materials (e.g., coal or crude oil), extraction and processing (the "well"), to storage (the "pump"). This technique in GREET is called "well to pump" (WTP).
In the case of electricity where the end-use is essentially emission-free for both stationary and vehicle uses, the WTP model can be used alone for stationary irrigation pumping plants without the need for any additional modification. The "U.S. Central and Southern Pains" Utility Mix category was chosen to represent the electrical grid generator composition for Oklahoma. In all cases, the emissions were calculated for 1000 h of irrigation system operation. In the case of natural gas, there are on-site emissions due to the engine combustion process. Therefore, the GREET WTP analysis (extraction, transmission, and distribution) was added to an established EPA stationary engine emissions calculation technique [18] to give an approximation of the total GHG emissions for stationary engines from raw material extraction to end-use combustion. In short, the electricity production generates its GHGs at different points from the natural gas engines. Both generate GHGs in preparing the fuel/energy, but the natural gas engines contribute large percentages of GHGs at the end-use (combustion) phase. Of course, current electrical production also generates combustion GHGs at the generation phase depending on the generator technology mix. GREET captures this in the electrical WTP technique.
The EPA end-use GHG estimation for the natural gas methodology employed was based on using the natural gas volume consumed (measured) during the audit field tests with a gas flow meter. The methodology is may be given as
where Em is the mass of CO 2 , CH 4 , or N 2 O emitted, Fuel is the mass or volume of fuel combusted, HHV is the fuel heat content (higher heating value) in units of energy per mass of fuel, and EF is the emission factor of CO 2 , CH 4 , or N 2 O per energy unit. The HHV and EF values reported in [18] for natural gas combustion were used in this study. For the total GHG emissions from combustion, CO 2 equivalence factors of 25 for CH 4 and 298 for N 2 O were applied. As with electric motor pumps, the emissions for natural gas pumping engines were reported for 1000 h of irrigation system operation. Readers should be aware that the LCA approach implemented in this study has uncertainties beyond those caused by errors in the input data, mainly due to assumptions and simplifications adopted in the procedure.
Long-Term Trends
Irrigated agriculture in the study area relies heavily on groundwater. Hence, it is of great importance to investigate the impacts of long-term fluctuations in groundwater levels on the efficiencies, emissions, and economics of irrigation pumping. The first step to conducting this analysis was to estimate variations in energy requirement in response to changes in groundwater depth for each of the studied aquifers (Ogallala and Rush Springs). Several previous studies have investigated energy required for pumping groundwater as a function of depth to groundwater [4, 7, 19, 20] . These Agriculture 2019, 9, 27 6 of 13 studies have used the following equation or a variation of it; it has been selected in the present study and applied to estimate annual energy requirements over the 17-year period from 2001 to 2017:
where energy is in kWh, M is the total mass of groundwater pumped for irrigation (kg), g is the gravitational acceleration (9.8 m s −2 ), and other parameters are as they were defined above.
Since actual long-term TDH data for audited systems were not available, this parameter was approximated through developing a linear regression model to predict TDH from groundwater depth based on the data collected during energy audits. The assumption was that GWD is by far the largest portion of TDH, especially since all tested center pivot systems were of mid-elevation spray application type and thus required significantly lower operating pressures compared to center pivots equipped with impact sprinklers. The close proximity of irrigation wells to irrigation systems meant that pressure losses during water conveyance were small too. Once this relationship was developed it was applied to the average annual GWD estimated during the 2001-2017 period based on readings reported by the Oklahoma Water Resources Board at 42 and 22 observation wells in the Ogallala and Rush Springs aquifers, respectively. The readings were made on an annual basis (in winter) using electric tapes. The observation wells were selected in a way as to to represent the entire aquifer. The number of wells with continuous GWD data dropped quickly for years before 2001, which is why the 17-year period from 2001 to 2017 was selected for analysis in this study.
The discharge rates obtained during the energy audits were averaged for each studied aquifer and used in obtaining M, assuming 1000 h of pump operation per year. The OPE was estimated in a similar fashion, assuming that the average OPE of audited systems in each region was a reasonable representative of the average OPE of all systems in that region. In addition, this average OPE was assumed to be an acceptable representative of average OPE over the long-term period considered (2001-2017). After obtaining annual energy requirements, the LCA analysis explained in the previous section was implemented to estimate variations in GHG emissions as impacted by fluctuations in groundwater depth.
Economic Analysis
The economic implications of improving OPE at studied pumping plants was also investigated. Irrigation energy costs can be one of the largest categories of costs a producer in Oklahoma will incur over a season, reaching about 22 million USD [11] . Improving OPE to the levels recommended by the NPPPC could decrease irrigation pumping costs. In this study, energy cost analysis was conducted in two parts. The first part focused on estimating the energy cost of pumping 1000 h per year under current efficiencies and potential savings if the OPE of each tested pumping plant was improved to NPPPC levels. Unit energy costs of 0.05 USD per kWh for electricity-powered and 3.30 USD per 1000 cubic feet (MCF) of fuel for natural gas-powered plants were used in the analysis based on costs reported in the U.S. Energy Administration Information web portal for Oklahoma for the year when the tests were conducted [21] .
The second part examined changes in long-term (2001-2017) pumping costs for the average OPE in each aquifer region by taking into account annual variations in groundwater depth and energy costs. The cost of electricity in Oklahoma varied from 0.04 USD kWh −1 in 2002 to 0.06 USD kWh −1 in 2008 and 2014 [21] . It should be noted that the actual blended rates would be higher than the projected rates used here. Hence, the actual pumping costs for these plants will be larger than those estimated in the present study. Compared to the cost of electricity, greater inter-annual variations were observed in natural gas costs in Oklahoma, ranging from 2.94 USD MCF −1 in 2016 to 13.03 USD MCF −1 in 2008 [21] . Finally, the energy costs for all electric and natural gas pumping plants in Oklahoma were approximated by assuming the estimates for audited sites are statistically representative of all corresponding plants in the state. This assumption may not be accurate, but it provides an estimate of the magnitude of statewide energy expenses for irrigation pumping.
Results and Discussion

Energy Audits
The measured parameters showed significant differences among audited sites in the Rush Springs and Ogallala aquifer regions. The average static groundwater depths for instance, were 24.4 and 79.7 m for RS and OG, respectively. Barefoot [22] has tested 13 natural gas irrigation pumping plants in the Oklahoma Panhandle region (OG) and reported a similar average pumping lift of 80.4 m. The average dynamic GWD, measured 15 min after starting the pump, was 30.7 and 89.1 m for the same aquifers, respectively. The measured water pressure was larger for irrigation systems in RS, resulting in a smaller difference in TDH compared to GWD. The average TDH was 67.8 and 105.9 m for the RS and OG aquifers, respectively.
The difference in TDH was accompanied by a corresponding difference in input energy. With an average value of 270 kW (362 Hp), the input power requirement in the OG was nearly five times larger than that in the RS region, which had an average of 56 kW (75 Hp). This probably explains the preference of natural gas engines over electric motors as an energy source for powering OG pumping plants since large electric motors have specific wiring and utility constraints. The water discharge rates were similar in the two study regions, with average values of 36.2 and 36.0 l s −1 for the RS and OG aquifers, respectively. The average discharge reported in [22] was 47.9 l s −1 in the OG aquifer region, about 33% larger than the value found in the present study.
The overall pumping efficiency of the sites in the RS aquifer region (electricity-powered) varied from 24.9% to 62.6%. Of the ten pumping plants evaluated, seven had an OPE of less than 50%, which was proposed in [17] as the threshold below which repairing or replacing the pump should be considered. All of the systems had efficiencies smaller than the recommended OPE of 66% by the NPPPC standard. The average OPE for the RS region was 43.3%. The difference between the estimated OPE and the NPPPC standard implies that nearly 23% of electrical energy is wasted on average due to poor efficiency of the pumping plant in the RS region. The average OPE in this study compares well with the average OPE of 42.6% reported in [23] and 47.0% in [24] for pumping plants in the High Plains and Trans-Pecos areas of Texas. The range of efficiencies in [24] was also similar to that in this study, with values varying from 16.8% to 70.6%. However, DeBoer et al. [25] have reported a larger average OPE of 58% in for electricity-driven pumping plants in west central Minnesota, North Dakota, and South Dakota. The plants tested in DeBoer's study were fairly new, with 74% being less than six years old. The younger age of the pumps could be the cause of higher average efficiency.
The OPE of the natural gas-powered pumping plants in the OG aquifer region ranged from 5.7% to 21.4%. Out of 14 audited pumping plants, ten had an OPE less than the NPPPC recommended standard of 17% for natural gas internal combustion engines pumping plants. The average OPE for the OG region was 13.6%, close to average OPEs of 13.2%, 11.7%, and 13.1% as reported for natural gas-powered pumping plants in Oklahoma and Texas by Barefoot [22] , Fipps et al. [23] , and New and Schneider [24] , respectively. The range of OPEs in [24] was 2.2-21.6%, similar to the range of OPEs estimated in the present study.
Linear regression analysis conducted on data collected at each site and the two sites combined revealed no significant relationship between OPE and the two parameters of TDH and discharge rate (p values larger than 0.37). This suggests that the performance of audited systems was impacted by other factors such as the type, age, and condition of the pumping plants. Small sample sizes of systems tested may have also contributed to the lack of correlation. Table 1 presents the average values of key parameters for tested plants in the two study areas. 
Life Cycle Assessment
The LCA of electric motor pumps in the RS region examined the greenhouse gas (GHG) emissions at an electric generation station for 1000 h of pump operation. The total emissions from these pumping plants ranged from 28.4 to 52.9 and averaged 40.1 metric tons of equivalent CO 2 (t CO 2 e) emissions. In order to facilitate comparison with other studies, it is useful to report emissions for the unit irrigated area and unit TDH. The pumping plants in the present study were all serving a standard-size center pivot system, with an irrigated area of about 50.8 ha per system. Hence, the average emission from electrical pumps per unit area of irrigated land and unit TDH would be 11.8 kg CO 2 e ha −1 m −1 . This is within the range of 4-93 kg CO 2 e ha −1 m −1 reported in [7] for a variety of crops irrigated by electrical pumps in the Haryana state of India.
LCA of natural gas driven pumps examined the emissions through a two-part analysis that used GREET WTP and EPA calculations for stationary engines. The first part of the analysis provided estimates for natural gas extraction, processing, storage, and transportation (off-site), while the second part resulted in emission estimates for end-use at the irrigation field (on-site). The total off-site GHG emissions estimated for natural gas pumping plants in the OG region averaged 11.0 and had a range of 6.0-17.6 t CO 2 e. The on-site emissions varied from 26.7 to 78.1 and averaged 48.8 t CO 2 e. The average total emission from off-and on-site analyses was 59.8 t CO 2 e. This is equal to 11.4 kg CO 2 e ha −1 m −1 when expressed in terms of emission per unit area of irrigated land and unit TDH. The maximum total emission was 95.7 t CO 2 e and belonged to a pumping plant that had the fourth lowest OPE and the seventh largest groundwater depths, a combination resulting in the maximum amount of energy use.
On average, the total GHG emission from pumping plants in the OG region was 49% larger than that of the pumping plants in the RS region. However, the emission per unit irrigated land and unit TDH was 4% smaller. This indicates that TDH, which is greatly impacted by groundwater depth, plays a significant role in determining the GHG emissions from agricultural pumping plants. The emissions can also be reported per unit volume of water extracted from aquifers. This analysis resulted in emission ranges of 0.20-0.45 and 0.34-0.99 kg CO 2 e m −3 for pumping plants in the RS and OG regions, respectively. These estimates are similar to the range of 0.18-0.60 kg CO 2 e m −3 reported in [3] for all 31 provinces in China with variable proportions of electricity and diesel driven pumps.
Long-Term Trends
Examination of the observed groundwater depth data showed that the Rush Springs aquifer levels varied between 18.2 and 21.0 m below the ground surface over the 17-year period, with a net decline of 1.5 m (Figure 2a) . On the other hand, the Ogallala aquifer GWD experienced a steady decline from 56.6 to 62.3 m below the ground surface (Figure 2b ). The OG aquifer has significantly smaller recharge rates. As a result, no rise in water level was observed in the OG aquifer during wet periods in 2005, 2007-2009, and 2015-2017 , while the RS aquifer experienced rises in groundwater level. The rate of decline in water levels was greater during the drought years of 2011-2014 compared to wet and normal years for both aquifers, an indication of increased pumping for irrigation during this dry period.
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This relationship was statistically significant (p < 0.001) and had a coefficient of determination (R 2 ) of 0.78, suggesting that over three-fourths of variability in TDH could be explained by changes in GWD. A similar approach was employed in [3] , where the slope, intercept, and R 2 were 0.91, 21.75, and 0.62 for a linear relationship between pump lift and GWD.
As expected, the variations in energy requirement during the 2001-2017 period had a pattern similar to that of GWD in each aquifer region. In the case of RS, the energy requirement for 1000 h of pump operation per year varied from 53,721 to 55,247 kWh during the 17 years considered and had an average of 54,344 kWh. The energy requirement was much larger at OG and increased over time, with a range of 233,175-242,980 kWh and an average of 237,277 kWh ( Figure 3 ). This was more than four times larger than the average in RS. When considering energy requirements per unit volume of pumped water, the RS and OG regions had average rates of 0.42 and 1.84 kWh m −3 , respectively. These values are similar to energy use rates of 0.21 to 0.66 kWh m −3 reported in [3] across all provinces in China.
Agriculture 2019, 9 FOR PEER REVIEW 9 TDH = 0.67 × GWD + 53.76,
As expected, the variations in energy requirement during the 2001-2017 period had a pattern similar to that of GWD in each aquifer region. In the case of RS, the energy requirement for 1000 h of pump operation per year varied from 53,721 to 55,247 kWh during the 17 years considered and had an average of 54,344 kWh. The energy requirement was much larger at OG and increased over time, with a range of 233,175-242,980 kWh and an average of 237,277 kWh ( Figure 3 ). This was more than four times larger than the average in RS. When considering energy requirements per unit volume of pumped water, the RS and OG regions had average rates of 0.42 and 1.84 kWh m -3 , respectively. These values are similar to energy use rates of 0.21 to 0.66 kWh m -3 reported in [3] across all provinces in China.
In OG, the increase in energy requirements due to increases in GWD over the 17-year period was 4% of the initial (2001) amount. Qiu et al. [10] have reported a significantly larger increase of 22% in energy use in China between 1996 and 2013. However, the rate of groundwater level decline in their study was 0.6 m year -1 , two times larger than the drop rate of 0.3 m year -1 observed in the present study. The results also revealed that improving the OPE in each region to achievable levels recommended by the NPPPC would result in 34% and 19% reductions in average energy requirements in the RS and OG regions, respectively. The increase in energy requirements in the OG aquifer region over the long-term period resulted in a continuous increase in total GHG emissions from 51.7 t CO2e in 2001 to 53.9 t CO2e in 2017. In the RS aquifer region, the total GHG emissions varied between 38.3 t CO2e in 2009 and 39.4 t CO2e in 2015, the year that marked the end of a severe drought that caused significant declines in groundwater levels. Apart from the groundwater level, the OPE had a large influence on the energy use rate and emissions. Improving the OPE of electricity-powered pumping plants in the RS aquifer region to the NPPPC recommended standard of 66% could on an average reduce total GHG emissions by nearly 52%. Similarly, improving the OPE of natural gas-powered pumping sites from an average of 13.75% to the NPPPC recommended 17% level in the OG aquifer region could potentially reduce In OG, the increase in energy requirements due to increases in GWD over the 17-year period was 4% of the initial (2001) amount. Qiu et al. [10] have reported a significantly larger increase of 22% in energy use in China between 1996 and 2013. However, the rate of groundwater level decline in their study was 0.6 m year −1 , two times larger than the drop rate of 0.3 m year −1 observed in the present study. The results also revealed that improving the OPE in each region to achievable levels recommended by the NPPPC would result in 34% and 19% reductions in average energy requirements in the RS and OG regions, respectively.
The increase in energy requirements in the OG aquifer region over the long-term period resulted in a continuous increase in total GHG emissions from 51.7 t CO 2 e in 2001 to 53.9 t CO 2 e in 2017. In the RS aquifer region, the total GHG emissions varied between 38.3 t CO 2 e in 2009 and 39.4 t CO 2 e in 2015, the year that marked the end of a severe drought that caused significant declines in groundwater levels. Apart from the groundwater level, the OPE had a large influence on the energy use rate and emissions. Improving the OPE of electricity-powered pumping plants in the RS aquifer region to the NPPPC recommended standard of 66% could on an average reduce total GHG emissions by nearly 52%. Similarly, improving the OPE of natural gas-powered pumping sites from an average of 13.75% to the NPPPC recommended 17% level in the OG aquifer region could potentially reduce emissions by 20%. In India, it has been reported that improving electric pumping system efficiency (OPE) to 51% from an existing 34.7% level could lead to a decline of 32% in CO 2 emissions [7] .
Economic Analysis
Based on the audit results, the current seasonal pumping cost for 1000 h was highly variable among pumping plants, with an average of 2827 USD for electricity-powered pumping sites in the RS aquifer region. The pumping expense was also variable among natural gas-powered pumping sites, with an average of 3042 USD, which was only 8% larger than that of electric plants. Such a small difference despite significant differences in energy use is due to low natural gas prices during the study period. It should be also noted that producers may run their pumps longer than 1000 h per year depending on crop type, weather conditions, and well yield. A longer operating hour will result in a linear increase in energy consumption costs. A significant potential for reduction in pumping costs was estimated if OPE was improved to meet NPPPC standards. The average saving for electric pumps was 35% of the current pumping costs. With the prices at the time of study, this amount of saving was equal to 1000 USD or one USD per every hour of pumping. For natural gas-powered pumping plants, the average saving was 23% of existing pumping costs, equal to 711 USD (71 cents per every hour of pumping). As mentioned before, this study was conducted when natural gas prices were among the smallest in the past several years in Oklahoma. Higher costs would have resulted in larger dollar values of saving. The results obtained here are consistent with the findings of Hardin and Lacewell [26] who reported significant decreases in fuel costs and increases in farm profits if the OPE of irrigation pumping plants in the Texas High Plains was improved to achievable levels.
Our long-term analysis showed that pumping cost for electric plants ranged from 2052 USD in 2002 to 3219 USD in 2014 and averaged 2788 USD for 1000 h of pumping per year (Figure 4 ). In the case of natural gas, inter-annual fluctuations were significantly larger. The pumping costs for these plants varied between 2429 USD in 2016 and 10,482 USD in 2008 and averaged 6490 USD for 1000 h of pumping per year (Figure 4) . According to the most recent Farm and Ranch Irrigation Survey (FRIS) conducted by the U.S. Department of Agriculture, 3456 electricity-powered and 1354 natural gas-powered pumping plants are used for irrigation in Oklahoma [27] . Assuming that these plants have pumping costs similar to those estimated in this study, the total annual cost of irrigation pumping in Oklahoma can be approximated at 9.6 and 8.8 million USD for electric and natural gas plants, respectively. These estimates are similar to the total energy expenditure of 9.5 and 10.5 million USD reported for the same two sources of energy in [27] , respectively.
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Conclusions
The future of irrigated agriculture is largely dependent on its financial and environmental sustainability. In arid/semi-arid regions where large amounts of irrigation water is required to meet crop demand and where available water resources are usually limited or difficult to extract, energy consumption for irrigation pumping can play a significant role in both environmental and financial sustainability of agricultural production. In this study, the efficiencies, environmental footprint, and economics of irrigation pumping were investigated in two Oklahoma areas that rely heavily on groundwater resources. The first area was in central Oklahoma where electric pumps are used to 
The future of irrigated agriculture is largely dependent on its financial and environmental sustainability. In arid/semi-arid regions where large amounts of irrigation water is required to meet crop demand and where available water resources are usually limited or difficult to extract, energy consumption for irrigation pumping can play a significant role in both environmental and financial sustainability of agricultural production. In this study, the efficiencies, environmental footprint, and economics of irrigation pumping were investigated in two Oklahoma areas that rely heavily on groundwater resources. The first area was in central Oklahoma where electric pumps are used to extract water from the Rush Springs aquifer and the second area was in the Oklahoma Panhandle where natural gas-powered pumps remove water from the declining Ogallala aquifer. Field visits were conducted in the period from 2015 to 2018 to collect required data for analysis. The results confirmed significant differences among the regions in terms of depth to groundwater. It was also revealed that all electric pumps and the majority of natural gas plants had an overall pumping efficiency below the standard rates achievable under field conditions. The range and average OPE obtained in this study were similar to those reported in previous studies, including those that were conducted a few decades ago.
The life cycle assessment results showed a significant difference in total emissions, with natural gas-powered plants emitting 49% more greenhouse gases when considering the entire process from the extraction and transportation of natural gas to its combustion at the pump site. However, the average emission expressed per unit irrigated area and unit total dynamic head of pumping was slightly smaller for the natural gas plants in the OG region. In the same region, the energy required for pumping increased by 4% between 2001 and 2017 due to continuous declines in OG water levels. The results showed that improving the OPE to achievable standards could have resulted in 34% and 19% reductions in average energy consumption during the 2001-2017 period in the RS and OG regions, respectively. The reductions in GHG emissions would have been 52% and 20% for the same study areas, respectively.
The cost of irrigation pumping was also estimated for the pumping plants tested and for the two regions over the 2001-2017 period. Compared to RS, large inter-annual variations in the cost of pumping were found for agricultural producers in the OG, mainly due to the large fluctuations in the natural gas price. Assuming that the pumping plants audited in the present study represent all electric and natural gas plants in Oklahoma, the statewide energy expenses were estimated and found to be in good agreement with those reported in surveys conducted by the U.S. Department of Agriculture. The results of this study highlight the need for regular evaluation of pumping plant efficiencies to identify systems with poor performance and taking corrective actions to improve farm profitability and reduce environmental consequences of energy consumption for irrigation extraction. 
